


https://legistarweb-production.s3.amazonaws.com/uploads/attachment/pdf/3662743/10-21-25_Item_ID_2221_Ordinance_Utilities.pdf
https://legistarweb-production.s3.amazonaws.com/uploads/attachment/pdf/3664516/10-21-25_Item_ID_2221_Attachment_Utilities_Updated.pdf












Below are photos of City of Fort Smith Water Utilities team vacuuming Manhole MH006-0945 at regular intervals. 

This routine maintenance was performed to prevent potential overflows prior to the rehabilitation of the M006-0940 

to M006-0930 sanitary sewer main line. 
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Below are photos of the existing concrete sanitary sewer line, which had issues such as blockages, collapse, and 
incorrect sanitary sewer service connections to the main line. 

242



Below are photos of the point repair work completed to address the blockage and collapsed section of the existing 

concrete sanitary sewer main line. 
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